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Where a complete smoke detection system is provided, is it the intent of 
the code to require closing of all fire-smoke dampers served by a single 
HVAC system within the building upon activation of any smoke detector?  
 
Yes. It is the intent of the code that activation of any smoke detector within the 
building must close all fire-smoke dampers. This would prevent the spread of 
smoke from one area to the other. 
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